1 x 3/4*

CURB STOP (FORD TYPE B43)
WITH HIGHFIELD LOCKSEAL LOCK &
HB-34 STRAIGHT LEVER HANDLE

R/W LINE \

CORPORATION STOP
FORD F1000 SERIES

30" MIN.

)

DISTRIBUTION MAIN W/
FS202 STAINLESS BAND
IRON SERVICE SADDLE

17

10" MIN.

3

WATER SERVICE LINE

HDPE, DR9, AWWA C906

SET METER ON UNDISTURBED OR

COMPACTED SOIL

A 47 BALL MARKER AS MANUFACTURED BY 3M PART NO.1403
SHALL BE PLACED NEXT TO CORPORATION STOP AND IN THE METER BOX.

NOTES:

1. 5/8", 3/4”7, & 17 METERS SHALL BE INSTALLED IN DFW PLASTICS
DFW36C—12 COMPOSITE METER BOX WITH DFW36—1A LID.

2. 1-1/2" & 2" METERS SHALL BE INSTALLED IN DFW PLASTICS
DFW1730C—12 COMPOSITE METER BOX WITH DFW1730C—1A LID.

3. CONTRACTOR WILL BE RESPONSIBLE FOR PROVIDING AND INSTALLING

ONE METER BOX PER LOT AND THE WATER SERVICE WITH

LOCKSEAL LOCK SHALL BE STUBBED IN BOX.

CURB STOP AND

4. CONTRACTOR SHALL COORDINATE INSTALLATION OF POTABLE WATER
SERVICES WITH ALL OTHER UTILITIES PRIOR TO COMMENCING

CONSTRUCTION.

5. NO METERS WILL BE SET UNTIL REGIONAL UTILITIES HAS RECEIVED
CLEARANCE TO PLACE THE SYSTEM INTO SERVICE FROM F.D.E.P.

l—METER BOX & COVER
(SEE NOTE>

CONNECTION TO BE

/MADE BY PLUMBER

\ M BACKFLOW PREVENTOR
UN

PISTURBED SOIL

FORD FS202 STAINLESS
BAND IRON SERVICE
TAPPING SADDLE

WATER SERVICE LINE

x 3/4” CURB STOP (FORD TYPE B43)
WITH HIGHFIELD LOCKSEAL LOCK &
HB-34 STRAIGHT LEVER HANDLE.
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CTYP) =]
CORPORATION STOP F1000 SERIES FORD
OR APPROVED EQUAL, SIZE CONFORMING 5% BRASS
TO SERVICE LINE | _— NIPPLE <TYP)

\

N.T.S.

FORD FS202 STAINLESS
BAND IRON SERVICE
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TOP OF PIPE
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IN ORDER TO RECEIVE CLEARANCE FROM F.D.E.P. THE FOLLOWING N. TS Z )
PROCEDURE MUST BE COMPLETED: c e :é
CONTRACTOR MUST PERFORM PRESSURE TEST, FLUSH AND ARRANGE FOR = %
A FINAL INSPECTION. PRESSURE TEST AND FLUSH MUST BE WITNESSED BY O &
A REGIONAL UTILITIES INSPECTOR. UPON PASSING THE PRESSURE TEST AND SR
FINAL INSPECTION, REGIONAL UTILITIES WILL TAKE BACTERIOLOGICAL TEST. HHH{HI <
THE ENGINEER FOR THE PROJECT MUST SUBMIT THE BACTERIOLOGICAL 9 ¥ Lw.A \ l <=
TEST RESULTS, AS—BUILT DRAWINGS AND CERTIFICATION OF COMPLETION e =
FORMS TO REGIONAL UTILITIES. REGIONAL UTILITIES WILL THEN SIGN THE TS Ty = B
COMPLETION FORMS AND FORWARD THEM TO F.D.E.P. WITH COPIES OF THE i i o) =
BACTERIOLOGICAL TEST RESULTS. UPON THEIR REVIEW AND APPROVAL, o
F.D.E.P. WILL SEND REGIONAL UTILITIES A LETTER GRANTING PERMISSION ~3
FOR THE SYSTEM TO BE PLACED INTO OPERATION. WATER —
MAIN > o
CORPORATION STOP F1000 SERIES FORD 18 & 13 ¥ M < 0
OR APPROVED EQUAL, SIZE CONFORMING o N
TO SERVICE LINE 15 § ~—10 & —~ a o M
1 MINIMUM) o A .
TYPICAL WATER METER INSTALLATION e W
TYPICAL WATER SERVICE CONNECTION ( ' ) SO w
= ) (| O > G
N.T.S. . = S
N.T.S. v 2 & A s 3
o T
i l | H ~ 8
DFW36C-12-BODY m T
NOTES S
1) DIM'S £ 1/8 UN.O. c
2) UD MATERWAL: H.D.P.E. O
3) BODY MATERIAL: L.L.P.E. wn
4-) WALL THICKNESS: 3/5 + 5%
5) LWA. = INSIDE WORK AREA
.@FW 90° BEND
WILKINS RPZ BACKFLOW PREVENTOR GATE DEW PLASTICS, INC. VIS =
VALVE BEDFORD, TEXAS 76095
(TYP) (817) 439-3600 _
e paeansom DFW3S6C— 12 ﬂ;GATE VALVE
(TYP)
/\ o SEEA P
METER il — = COMPOSITE METER BOX WITH T il —H—][E Pee
" o0
» — .. Emigp TRAFFIC RATED COMPOSITE LID 3/4" - %
O - " 3x|PIPE DIA. ]
1" METERS DFW PLASTICS, INC. MU TEE & =
5 x Pipe Dia. ibe Dio. 5x PIPE DIA.
x Pipe Dio 2 x Pipe Dia N.T.S. 3* OR LARGER = =
COMPACT FIRE LINE METER < L
=
4 / )
T | Ll O
1 4 REBAR I\'NAT“EI;K =T @
WILKINS RPZ BACKFLOW PREVENTOR ©§ﬂﬂ @ CONCRETE METER VAULT 36" x 36° ALUMINUM HATCH <<
7| < BILCO MODEL TYPE J.4 AL << N
= : g o = =z
GATE = < = = O <
VALVE [II] I am
= 0 2 —
90° FLANGE 2 x Pipe Dia. TYPo 2 £ e,
BEND 90° FLANGE 30 5/8 \_
BEND LID KEY.
METER % 3" OR LARGER
£ DFW1730C-1E<>-LID COMPACT FIRE LINE METER
| | < S— " : 2 VALVE
_ _ — _I\_/H_ ¢ PIPE - WATER @ ? 5 (TYP.)
L | <f :
— Lw.A. e 5x PIPE DIA. ” -
5 x Pipe Dia. 2 4 = 3x PIPE DIA. g
= i
DI PIPE z 0
DI PIPE—| ‘R@n *ETEL] 1 - =
ADJUSTABLE » N —m __:m: PIPE S o
PIPE SUPPORT ;2,, M}L’;‘( —IH o — ¢ o T
STAND T T T T | - T T | T T
. 33 3/4 I—a]_ 1/4——| i e ©w o
! \ 7 MO TEE BT | MO TEE
L T T T T L I T T T
g 1 1 1 IR /II 1 1 1
3/8
wae [l — = = AN \L -
17 172—] 12 SQUARE BRICK PIERS =
NOTES: %)
1. DUCTILE IRON PIPE SHALL BE COMPATIBLE WITH METER SIZE. FIRE STORAGE WATER TANK
SIDES ARE
2. DUCTILE IRON PIPE SHALL CONFORM TO REGIONAL UTILITIES WED OUT 1727 |N-|_|NE METER DETAIL
STANDARDS AND SPECIFICATION. BOTTOM VIEW
3. ENTIRE ASSEMBLY MUST BE INSULATED. A_PPROVED B a4 WD DFW1730C-12-BODY BELOW GROUND METER INSTALLATION
DRAWN BY: CHECKED BY:
4. THE BACKFLOW PREVENTOR SHALL BE LOCATED DOWN STREAM FROM N.T.S.
THE METER. FOR T NOTES: RT RAD
NOTES
5. ALL ABOVE GROUND PIPE AND FITTINGS SHALL BE FLANGED. 201 9 12)) oD SATERAL: FBBE. 1. REGIONAL UTILITIES REQUIRES THAT ONE (1) SENSUS COMPACT PROJECT NO.: 000—-000
3) BODY MATERIAL: LLPE. FIRE LINE METER WITH A FLOW RANGE OF 3.0—4,400 GPM AND IS
4) WAL THICKNESS: 3/8 + 5% RATED FOR INSURANCE FOR FIRE SERVICE SHALL BE INSTALLED ON WORK ORDER: 00.0000
FACH FEED LINE SERVICING A FIRE WATER STORAGE TANK. SRAING SCALE
oy —— 2. DUCTILE IRON PIPE SHALL BE COMPATIBLE WITH METER SIZE. ]L”:XX’
PO BOX 648 i
" BEDFORD, TEXAS 76095 3. DUCTILE IRON PIPE SHALL CONFORM TO REGIONAL UTILITIES PLOT DATE:
3 OR LARGER (17 4393000 DF\/\/T 730(:— 1 2 STANDARDS AND SPECIFICATION.
ABOVE GROUND METER |NSTALLAT|ON e COMPOSITE METER BOX WITH 4. BYPASS VALVE MUST BE EQUIPPED WITH HAND WHEEL. SHEET NO. X OF XX
N.T.S. 5. BYPASS VALVE WILL BE LOCKED IN THE OFF POSITION. SHEET.

TRAFFIC RATED COMPOSITE LID

@ 1-1/2" - 2" METERS DFW PLASTICS, INC.

N.T.S.

6. THE BACKFLOW PREVENTOR SHALL BE LOCATED DOWN STREAM FROM

THE METER.
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